3/4"-0" crushed rock compacted to 6" thick

Fire hydrant edge of 3/4"-0" rock

20 l.f. of CMP with mitered ends, pipe Ø to be approved by City Engineer

Flowline open ditch

Edge of pavement

Provide 1' vertical clearance between fire hydrant lead and drain culvert

Fire hydrant lead

Fire hydrant primary valve

Distance varies per plan drawing

Flowline open ditch

Edge of pavement

Water main

2 to 1 Slope required

FIRE HYDRANT ACCESS DETAIL
IN UNIMPROVED STREET SECTIONS WITH OPEN DITCHES

See Std. Dwg. CP254 for fire hydrant Installation